System: PSS
Period: User Beamtime
Event: PSS Faults 035 and 531 on 1-ID-E
1-ID's PSS is experiencing recurring faults 035 for watchdog stop PERF and 531 Station E I/O block 01 PERF after their PSS was upgraded. At this time, the SI group has temporarily installed a button to reset the communication block should these faults occur again. 
Per SI engineer, K. Belcher's, instruction, if these faults recur the Floor Coordinator or beamline personnel is to press the temporarily installed reset button (attached to conduit below the door open/close box), reset the fault (with MAF fault key) at the A station 15U panel, and then conduct a search of all the stations before opening the shutter again. 
This Order will stand until a permanent repair is in place.
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